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The purpose of this addendum is to provide detailed information to all Bidders and to answer 

questions. This addendum is hereby included in and made part of the Contract Documents, 

whether or not attached thereto.  Receipt of this Addendum must be acknowledged on the bid 

form.   

Some of the sections for AC-1 and AC-2 will be too large to fit through the access door or 
the duct opening called out to be removed/replaced for rigging.  Please provide 
direction or any alternate solutions. 
Increase the existing duct opening from 50"x50" to 64"x50". See updated drawings. 

In order to rig the AHU sections to their specified locations some of the existing piping will 
need to removed/replaced (drain, refill, reinsulate…).  Should this work be included? 
Yes, the existing 4" chilled water supply, chilled water returns and the 3" dual water 
supply piping near existing AC-2 should be remove, raised, and reinstalled as high as 
possible. See updated drawings  

Should any alternates be awarded, can an order of importance/planned selection be 
provided?  As it is currently designed (as individual alternates) the duct 
removal/replacement work would need to be included in each alternate even though 
the work would only need to be performed once if multiple alternates are awarded. 
Provide as currently designed. Unknown importance of alternates at this time.  

What company services the existing Fire Alarm in the building? 
Simplex 

 

The following documents is hereby included in the documents posted on Bidnet and provided to 

plan holders: 

 

 

Please acknowledge this addendum on your bid form. 
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Basement Plan - New Ductwork

DRAWING NOTES

1. AT COMPLETION OF INSTALL, REINSTALL ALL ITEMS 
TEMPORARILY REMOVED IN THE DEMOLITION PHASE. 
AND INSULATE SHEET METAL SAFING WITH 3" RIGID 
INSULATION. 

2. RE-INSTALL TEMPORARILY REMOVED DUCTWORK 
DUCTWORK AND REINSUALTE AT COMPLETION OF 
WORK.

3. PROVIDE NEW PAD FULL SIZE OF UNIT AT GRADE 
LEVEL.

4. EXTEND (E)PAD TO FULL SIZE OF UNIT

5. COORDINATE COIL PULL SO COIL CAN BE PULLED IN 
AREA SHOWN.

6. EXISTING 40x40 ACCESS DOOR TO CRAWL SPACE.

7. SAFE OFF ENLARGED OPENING WITH 20 GAUGE 
SHEET METAL AND ANGLE IRON. SEAL OPENING ALL 
THE WAY AROUND.
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Basement Piping Plan

DRAWING NOTES

1. DISCONNECT PIPING AT POINT SHOWN BACK TO 
MAIN AS REQUIRED TO CONNECT TO COIL IN NEW 
WORK AIR HANDLING UNITS. PROVIDE ALL NEW 
VALVING PER PIPING DETAIL 

2. CONNECT CONDENSATE PIPING FROM UNIT AND 
ROUTE TO EXISTING FLOOR DRAIN. MODIFY FLOOR 
DRAIN AS REQUIRED FOR UNIT INSTALLATION. 

3. IF ALTERNATE 2 IS TAKEN, DISCONNECT AND 
RELOCATE EXISTING 4" CWS/R AND 3"DWS PIPES IN 
AREA SHOWN AND REMOVE INSULATION. RISE PIPES 
AS HIGH AS POSSIBLE AND REINSTALL AND 
REINSULATE AS REQUIRED.

4. DISCONNECT AND REMOVE EXISTING ABANDONED 
2" VACUUM LINE AS REQUIRED FOR UNIT 
INSTALLATION. CAP BOTH ENDS.
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INSTALL, REINSTALL ALL ITEMS AND INSULATE SHEET 
METAL SAFING WITH 3" RIGID INSULATION. 

REMOVE GRATING IN 
RECESSED WELL AND I BEAM 
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PANELIZED SECTIONS INTO 
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Basement Demolition Plan

DEMOLITION NOTES
1. DISCONNECT,REMOVE, AND DISPOSE OF EXISTING AIR 
HANDLER, CONTROLS, PNEUMATICS, VALVING, CWS/R 
PIPING AND ALL ASSOCIATED APPURTENANCES.

2. DISCONNECT, REMOVE, AND DISPOSE OF EXISTING 
DUCTWORK, HANGERS, INSULATION, AND ALL ASSOCIATED 
APPURTENANCES.

3. EXISTING 40x40 ACCESS DOOR TO CRAWL SPACE.

4. IF ALTERNATE 1,2,OR 3 ARE TAKEN, DUCTWORK 
REMOVALS ARE FOR ACCESS TO EXISTING AIR HANDLING 
UNITS NOTED TO BE REMOVED THEN REPLACED IN THE 
CONSTRUCTION PHASE OF THE PROJECT. 

5. DISCONNECT EXISTING DESTRATIFICATION FAN AND RE-
INSTALL IN NEW DUCTWORK.

6. REMOVE EXISTING PAD IN ITS ENTIRITY AND PROVIDE 
NEW PAD IN NEW WORK PHASE.

7. IF ALTERNATE 1 OR 2 IS TAKEN, ENLARGE EXISTING 50x50 
DUCT OPENING TO 62x50.
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